






NOTE:

ENCASE ALL BURIED METALLIC SURFACES WTTH POLYETHYLENE

WRAP (8 MIL. MIN.) AS SPECIFIED IN A.W.WA DOS.
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METER BOX; CHRISTY B9, Fl9D, B9SL
BROOKS NO. 36 OR APPROVED EQUAL,
WITH BASE PLATE

BRASS 1 V2" -goO ELBOW,
FLANGED BY FEMALE I.P.,
WITH BRASS PLUG

WRAP STRAIGHT COUPLING 1 V2" ANGLE MmR STOP, MUELLER
& 5' OF COPPER TUBING H-14277, FORD FV43-666WG OR
WITH HALF-LAPPED 10 MIL. APPROVED EQUAL

PVC TAPE
ATTACHED
SIDEWALK

1'..0-
CURB & GUTTER

:i
~
9 1 V2" TYPE K COPPER
N TUBING

R=1'-O"

UNDISTURBED SOIL

THRUST BLOCK, SEE DETAIL W-6

1 V2- STRAIGHT COUPLING, FORD C84-66G, MUELLER H-15428

TAPPED CAP WITH OFFSET 2" HOLE
WRAPPED WITH HALF-lAPPED 10 MIL
PVC TAPE

WATER MAIN, 6" DIP OR 4" P.V.C.

DIMENSIONS

PIPE 200 PSI TEST 250 PSI TEST

SIZE W H W H

4- 2'..0- 1'..0- 2'-6- 1'..0-

6- 3'-0- 1'..0- 3'-6- 1'..0-

8- 2'-6- 2'-0" 3'..0- 2'-0-

10- 3'-0- 3'-0- 3'-6- 3'..0-

12- 4'-0- 3'-0" 5'..0- 3'-0-

14- 4'..0- 4'..0- 5'-0" 4'-0-

18- 6'-6- 4'-0- 8'..0- 4'-0-
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NOTES: 1. ANODE TO BE INSTALLED WITH EVERY SERVICE CONNECTION (STD. DETAIL

W-1) ON STEEL MAIN NOT UNDER CATHODIC PROTECTION (SEE ENGINEER).

2. LEAVE ENOUGH SLACK IN CABLE TO PREVENT DAMAGE DURING BACKFILL

OPERATIONS.

3. ANODE MAY BE INSTALLED HORIZONTALLY IF LOCATED BELOW THE

SPRINGLINE OF THE PIPE.
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#10 TW SOLID COPPER ~
CABLE <

c..
0

CABLE TO PIPE ~
CONNECTION, TYP. I"-

(SEE STD. DETAIL ~
W-13) .

Z
~.

5'-Ow MAX -3'-0- MIN. ~
N

PLACE BACKFILL TO

6" ABOVE ANODE FREE
OF LUMPS AND STONES
AND FLOOD WITH WATER.

STEEL WATER MAIN

32LB. PREPACKAGED
MAGNESIUM ANODE
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